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Self-test
The emergency kits carry out self-tests automatically to ensure its functionality.

The self-test includes 3 types of tests:

 

Initial test

-As soon as mains supply is connected, the emergency kit will carry out a 3-seconds functional test automatically.

- In case of a failure, the LED will turn permanent red.  Otherwise, the charge mode will start.

Functional test

- Refers to charging, discharging and the functioning of load.

- Carry out for 10 seconds automatically every 30 calendar days.

Duration test

- Refers to the test of batteries capacity.

- Carry out every 180 calendar days.

Rest mode

Rest mode can be initiated during emergency mode by pressing test switch longer than 3 seconds.

The rest mode will be exited automatically after reconnect AC mains.

Please note

If mains supply is off during self-test period, emergency conversion module would terminate self-test immediately

and go into emergency mode.

Self-test is under the regulation of EN 62034.

Explanation of LED indicator  
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